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MATERIAL SPECIFICATIONS FOR POWER DISTRIBUTION UNIT (PDU) 

Ensure that Power Distribution Unit (PDU) conforms to the following specifications: 

A. Standards and Certifications 
1. UL Listed 
2. UL60950 
3. FCC Part 15, Class A 
4. IEEE 802.3 10Base-T 
5. IEEE 802.3u 100Base-Tx 

B. Interface and Connections 
1. Nominal Input Voltage:  120V AC Single Phase 
2. Nominal Output Voltage:  120V 
3. Current Per Phase:  15A 
4. Input Connection:  NEMA 5-15P 

a. Power Cord Length: 12’ 
5. Output Connections:  (8) NEMA 5-15R 
6. SNMP/HTTP Remote Monitoring: TCP/IP, UDP, DHCP, SNMP, HTTP 
7. Connectivity: RJ45, DB9/RS232 

C. Environmental Specifications 
1. Operating Temperature: -13°F to +122°F 
2. Operating Humidity: 10% to 90% non-condensing 

D. Physical Specifications 
1. Rack mount:  19”, 1U 
2. Color:  Black 
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